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Emergency Generator. 
No interruption to services, only noise and a chance of diesel fumes in the area around the generator.

Annual Load Bank Testing. Normal power will not be affected during this test. A load-bank test checks the generator engine's 
ability to perform and provide the required horsepower needed in an emergency.
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